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{\LSECTION A-A}

{\LTOP VIEW}

NOTES:
-BLOCKING TO BE POURED CONCRETE,
  MN/DOT MIX DESIGN 3A32.
-FITTINGS MUST BE COVERED W/POLY
  (8 MIL) PRIOR TO POURING CONCRETE.
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{\L311 - LARGE THRUST BLOCK DETAIL}
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